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EXTERIOR WALL TYPES

90mm BRICK - TYPE A
25mm AIR CAVITY
75mm SPRAY FOAM INS-FIP-1

E1

90mm CMU-ARC
25mm AIR CAVITY
75mm SPRAY FOAM INS-FIP-1

E2

NOT USEDE3

22mm MWP-1 HORIZONTAL
75mm X102mm LONG THERMAL SPACERS
25mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E4

22mm MWP-2 HORIZONTAL
75mm X102mm LONG THERMAL SPACERS
25mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E5

22mm MWP-3 HORIZONTAL
75mm X102mm LONG THERMAL SPACERS
25mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E6

50mm ACP-1
75mm X102mm LONG THERMAL SPACERS
25mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E7

50mm ACP-1
ON STUD FRAMING SUPPORTED ON
STRUCTURAL FRAMING ANCHORED TO CMU BACKUP
SEE STRUCTURAL DRAWINGS
W/ 75mm SPRAY FOAM INS-FIP-1 ON CMU BACKUP

E8

50mm ACP-2
75mm X102mm LONG THERMAL SPACERS
25mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E9

50mm ACP-2
75mm X102mm LONG THERMAL SPACERS
155mm Z-GIRT
W/ 75mm SPRAY FOAM INS-FIP-1

E10

50mm ACP-2
19mm PT. PLYWOOD
(ON STUD BACKUP)

E11

90mm CMU

M1

90mm CMU
10mm GROUT
ON CMU BACKUP

M1a

140mm CMU

M2

190mm CMU

M3

240mm CMU

M4

290mm CMU

M5

16mm GB
92mm METAL STUDS @400mm O.C.
W/ INS-BB-1
16mm GB
P1a - GB-FR BOTH SIDES
(1HR FRR - ULC #407)

P1

13mm GB
92mm METAL STUDS @400mm O.C.
W/ INS-BB-1

P2

P3

P4

16mm GB
92mm METAL STUDS @400mm O.C.
W/ INS-BB-1

16mm GB-AR
152mm METAL STUDS @400mm O.C.
W/ INS-BB-1
16mm GB-AR

90mm BRICK - TYPE A
100mm AIR CAVITY
INSTALLED ON
M3 - 190mm CMU BACKUP U.N.O.

M6

P5
16mm PLYWOOD WITH PLAM FINISH
92mm METAL STUDS @400mm O.C.

P6
EXTERIOR STUD WALL BACKUP OVER CURTAIN WALLS 
C3 & C4 WITH POCKETS FOR ROLLER SHADES AS 
SHOWN IN DETAIL
16mm GB
3 ROWS OF METAL STUDS 92+64+64
@400mm O.C. SPACED APART AS SHOWN IN DETAIL.
FILL AROUND & BETWEEN
STRUCTURAL MEMBERS
GSB-2 16mm GYPSUM SHEATHING

P7
16mm PLYWOOD WITH PLAM FINISH
2 LAYERS 92mm METAL STUDS @400mm O.C.
SPACED APART AS SOWN IN DETAILS

2 LAYERS 16mm GB-FR
38mm METAL STUDS @400mm O.C.
WRAP ALL AROUND COLUMN &/OR BEAMS
(1HR FRR - OBC SB2 TABLE 2.6.1.F)

P1b

P4a
16mm GB-AR
2 ROWS OF 92mm METAL STUDS @400mm O.C
SPACES APART AS SHOWN IN DETAILS
W/ INS-BB-1
GSB-2 16mm GYPSUM SHEATHING

13mm GB
92mm METAL STUDS @400mm O.C.
13mm GB
W/ INS-BB-1

P2a

P3a
16mm GB
64mm METAL STUDS @400mm O.C.
W/ INS-BB-1

MASONRY WALL TYPES

NOTES:
1. REFER TO EXTERIOR ELAVATIONS FOR 

EXTERIOR CLADDING COLOUR LOCATIONS
2. SIZE SUB GIRT & THERMAL SPACER TO SUIT
3. ALL EXTERIOR WALL TYPES ARE INSTALLED

ON M3 - 190mm CMU BACKUP UNLESS NOTED
OTHERWISE ON THE PLANS OR SECTIONS.

INTERIOR WALL PARTITION TYPES

NOTES:
1. PROVIDE ENGINEERED DRAWINGS FOR LSF WHERE 

NOTED.  ALSO REFER TO STRUCTURAL DRAWING.  
INCREASE STUD SIZE AS REQUIRED.

2. PROVIDE LIGHT GAUGE ANGLES AND Z-GIRTS AS 
REQUIRED FOR ATTACHEDMENT TO STRUCTURE SLAB 
OR STEEL.

NOTES:
1. FOR CMU WALL AT FIRE SEPARATIONS & 

ENCLOSURES, PROVIDE TYPE 'N' CMU WITH 
73mm MIN. EQUIVALENT THICKNESS OR TYPE 
L220W WITH 64mm MIN. EQUIVALENT THICKNESS
FOR 1 HR FRR.  (OBC SB-2 2.1.1)
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CONSTRUCTION NOTES

1 ALL PARTITION TO GO TO U/S OF SLAB OR DECK  UNO.
SEE TYPICAL DETAIL.

2 LOCKER NIB WALLS & CHANGEROOM /WR NIB WALLS TO
GO TO 200mm ABOVE CEILING MIN.

3 ALL INTERIOR WALLS TO BE LIGHT WEIGHT BLOCK UNO.

4 MASONRY CONTROL JOINTS:

a) EXTERIOR VANEER:  SEE ELEVATIONS

b) EXTERIOR CORE: SEE STRUCTURAL

c) INTERIOR LOAD BEARING: PROVIDE CONTROL JOINT ON
BOTH SIDE OF OPENING TYP. REFER TO STRUCTURAL

 FOR ADDITIONAL JOINTS.

d) INTERIOR NON LOAD BEARING:
  PROVIDE CONTROL JOINT ON BOTH SIDE OF OPENING

 TYP.  PROVIDE CONTORL JOINT AT 5M MIN.

5 ALL STEEL LINTEL/BEAMS IN EXTERIOR WALLS TO BE
GALVANIZED.

6 ALL EXTERIOR DIMENSION SHOWN ON PLANS AS
MASONRY OPENING. ( ROUGH OPENING)

7 AT MOP SINKS, FILL GAP BETWEEN SINK & WALL WITH
MOTAR TYP.

8 GROUT BLOCK WALL SOLID AT BENCH LOCATIONS.

9 PROVIDE CONTINUOUS ACOUSTIC SEAL AT TOP OF
PARTITION WALLS.

10 INCLUDE PROVISION FOR 3 ADDITIONAL MASONRY
CHASES.

11 PROVIDE GB WALL (P1C) ABOVE HM SCREENS TO U/S
STRUCTURE @ F7

12 SC01 TO INCLUDE:

a) A/V BARRIER, WOOD BLOCKING, & INS-XPS AT PARAPET.

b) SUPPLY & INSTALL OF MIRROR GLASS (FG-B)

c) PLYWOOD BACKING FOR SIGNAGE

d) CONCRETE PADS & CURBS IN MECH RM.

e) PROVIDE 1 FLAGPOLE INCLUDING FOUNDATION.
LOCATION TBD.

13 SEE SHEET A200 FOR OVERALL BUILDING DIMENSIONS,
WEEPING TILE LAYOUT, FIRE SEPARATIONS & LIFE
SAFTY PLAN

14 PROVIDE MANUAL & POWER ROLLER SHADES AS
SHOWN ON PLANS

15 GROUT SOLID CMU BEHIND BENCH UP TO 600mm HIGH
TYP.

16 SC02 TO ASSIST IN LIFTING AND SETTING OF PRECAST
MIDLANDINGS.

17 PROVIDE GB WALL (P3) ABOVE DISPLAY CASE IN LOBBY
C101 WALL.

Wall Type Legend
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